


If Document B, Part B5 cannot be fully complied with then, in certain circumstances, the 
installation of a residential sprinkler system may be used as a compensatory feature, but 
professional advice should be sought in such cases.



B5 WATER PROVISION 

It should be ensured that the proposal is provided with suitable provision of Fire Fighting 
water. Any provisions should comply with National Guidance, details of which can be found: 
https://www.water.org.uk/guidance/national-guidance-document-on-the-provision-of-water- 
for-firefighting-3rd-edition-jan-2007/ 

Guidelines on flow requirements for firefighting (taken from the National Guidance 
document on the provision of water for firefighting):




